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I’'m going to talk about..

I. WITS - Water Industry Telemetry Standards

2. WITS-DNP3 - First protocol

|. What itis
2. What it does
3. What it doesn’t do

3. WITS-IOT - New protocol

. What it is
2. What it’s for
3. What happens next
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Introduction to WITS

Mission:

“To harness the combined strengths of knowledge, skills
and influence of the water industry through taking
responsibility for the continuous improvement of telemetry
technology and service, through shared developments on
behalf of the UK Water Management Organisations.”
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Introduction to WITS

We deliver:

*Interoperable

*Secure

*Open Telemetry Standards
* Tailored for Water
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 WITS Timeline

2003

Woater Industry Telemetry Standards
committee was formed by a cross-industry

group.
Goal was to define a common telemetry
protocol for the UK WMOs

Telemetry user requirements gathered

Funding secured

Main industry suppliers invited to join

DNP3 selected Fars
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WITS Timeline

BRODERSEN

simplifying systems

2004-2010

Protocol development

Schneider

df Electric .

d)LD|  First version of WITS-DNP3 released
- e WITS Protocol Standards Association established

\E‘Uservelec technologies

* New users and vendors invited to join and use the
m protocol to develop new products

optimize!
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WITS Timeline

2011-2016

* WITS-DNP3 implementations

* Widespread UK WMO adoption (~8000
outstations, 9 regions)

* 37 member organisations
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WITS-DNP3

What is WITS-DNP3?
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T el [ m o Ousion DNP3 is:
= § e [ o » “Distributed Network Protocol 3”
il j % % b E E ? A Telemetry Communications Protocol
Tl LT * Tightly controlled (dnp.org, IEEE)

* Complex — it has a difficult job

* Natively request-response (polling)

* Designed for dedicated
communications links (PSTN, Leased)

Physical Media * Quite chatty; Master has a lot to do

mmmmm— User Requests —>
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WITS-DNP3

7 Application Layer
v Message format, Human-Machine Interfaces

6 Presentation Layer
v Coding into 1s and Os; encryption, compression

5 Session Layer
v Authentication, permissions, session restoration

4 Transport Layer
v End-to-end error control

3 Network Layer

v Network addressing; routing or switching

2 Data Link Layer

v" Error detection, flow control on physical link

1 Physical Layer

v Bit stream: physical medium, method of representing bits

ISO 7-Layer Model DNP3 TCP/IP

<«— TRANSPORT SERVICE — |«— UPPER LAYERS —
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WITS-DNP3

WITS-DNP3 is:
 DNP3 + Water Industry Requirements

* A specification for a roots-branch communications

System

* Standardising names, techniques and formats
* Pretty complicated (~1000 pages including DNP3)

* Interoperable, providing limited plug and play

F00 ), " :
o ° Great for traditional high-value asset telemetry
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WITS-DNP3

However.. WITS-DNP3 is less than ideal when:

-~ ~ * Low Cost Product (high volume low margin)
* Quick Product Development

* Unsuitable Communications Medium

* Large Numbers of Simultaneous Outstations
* Data sharing

* Plug and Play
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WITS

Solution?
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S WITS-IOT

g re /Environment
Land / Enviranment Monitoring
Pollution Monitoring
Animal Tracking
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IOT (Internet Of Things)

Small hardware platforms
Communications mediums
Server/Cloud systems

‘Simple’, ‘Fast’ Standards based
approach to protocols
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WITS-IOT

* WITS Data Model - Simplified
* Different Transport Protocols
* Simple easy to understand design

* WITS Compatibility — does the same
things in a different way

R =WITS

WWEM waierassociaion JOint Conference 3¢ November 2016 WATER INDUSTRY TELEMETRY STANDARDS



WITS-IOT

7 Application Layer

v Message format, Human-Machine Interfaces

6 Presentation Layer
v Coding into 1s and Os; encryption, compression

Session Layer
5 — - . .
v Authentication, permissions, session restoration

4 Transport Layer
v" End-to-end error control

3 Network Layer
v Network addressing; routing or switching

2 Data Link Layer

v Error detection, flow control on physical link

1 Physical Layer

v Bit stream: physical medium, method of representing bits

<«— TRANSPORT SERVICE —|<«— UPPER LAYERS —

ISO 7-Layer Model
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WITS-DNP3

JSON+
MQTT or

HTTP or
Other

WITS-10T

WITS
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WITS-IOT

What We Are Doing

Taking the WITS Application Notes

Preserving the structure, logic, terminology and intent
Converting the ‘conversation’ from DNP3 structures and
datagrams to JSON objects

Describing how to use these objects with HTTP and MQTT
Providing example code

Providing test Master Station

Providing test Field Devices
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WITS-IOT

Allows New Ways Of Working

* Using Internet and |OT standards allows us to leverage
worldwide software and hardware developments

* Faster time to market for new products — simpler
developments, testing and verification

* Many protocols have data sharing built-in (e.g. MQTT)

* Allows users to share data at point of source — multiple
streams to different business units, databases even suppliers
and regulatory bodies.

* Store and forward (very low powered devices)

* Use IT industry standard security (e.g. TLS/SSL) and systems
(e.g. webservers) for OT applications.
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WITS-DNP3 vs WITS-IOT

Infrastructure Asset Monitoring
b

(L

Ooa Process Monitoring Applications

Cost Ciritical

A Operationally Critical Sites

High Number of Points @
l!l-h Fewer Sites, High Data Volume

Limited Communications

—
2 DA =WITS

WWEM waierassociaion JOint Conference 3¢ November 2016 WATER INDUSTRY TELEMETRY STANDARDS



What Next?

* Come and help us!
* Join the WITS Protocol Standards Association
e Become an active member
e Build, test and release a WIS Protocol:
* Master Station
* Field Device

DA ——

WWEM water association ﬁoint Conference 3¢ November 2016 WATER INDUSTRY TELEMETRY STANDARDS



Thanks! Questions?
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